Liquid-to-air membrane energy exchanger is a novel
Introduction
Heating, ventilating and air conditioning systems (HVAC) are essential for the maintenance of a comfortable and healthy indoor environment for building occupants. In the field of sustainable building and its assessment, not only thermal comfort and indoor air quality but also energy efficiency have been recognized as essential parameters of indoor environmental design [1] . In developed countries the HVAC systems consume around a third of the total energy consumption of the whole society. On the other hand, energy saving in buildings is being strictly regulated by official requirements and local authorities. Nowadays, the role of heat gains in the energy balance of a building is becoming more and more important. In a modern building, the ventilation losses may become more than 50% of total thermal losses [2] . Taking into account the above cited facts, the 70~80 o C or even higher) and rotation speed is reduced (i.e. 3~5 r/min), the dehumidification capacity of the wheel increases substantially [31] . The wheel is commonly defined as desiccant wheel in these operating conditions, and it is mainly used to dry air flow. Similarly, the impacts of exhaust air temperatures and Cr* values (i.e. desiccant solution flow rates) on the dehumidification capacity of a run-around membrane energy exchanger system are numerically investigated under low Cr* values (Cr*≤1) in this study.
Liquid-to-air membrane energy exchanger
The liquid-to-air membrane energy exchanger is a flat-plate energy exchanger constructed with multiple air and liquid flow channels each separated by a semi-permeable membrane, which is permeable to water vapor but impermeable to liquid water. In this study, a small-scale single-panel liquid-to-air membrane energy exchanger with a counter-cross-flow configuration for air and solution flows is tested during dehumidification operating conditions. The small-scale single-panel liquid-to-air membrane energy exchanger was designed to minimize the sources of errors in liquid-to-air membrane energy exchanger performance evaluation, and facilitate research and development of liquid-to-air membrane energy exchangers by saving the money and time. The LiCl solution flows from top to bottom in the small-scale liquid-to-air membrane energy exchanger. Fig. 1 shows the air and solution flow configurations of the tested liquid-to-air membrane energy exchanger. Two grooved plastic liquid-flow panels are each enclosed by a semi-permeable membrane to form two solution channels, one on each side of the air channel. An air spacer is used to form an air channel of constant thickness. The small-scale liquid-to-air membrane energy exchanger specifications and membrane properties are presented in tab. 1. 
Run-around membrane energy exchanger system
A run-around membrane energy exchanger system is comprised of two or more separated liquid-to-air membrane energy exchangers and an aqueous desiccant solution (in this research lithium chloride (LiCl) solution) that is pumped in a closed loop between the liquid-to-air membrane energy exchangers, as shown in fig. 2 . In a typical run-around membrane energy exchanger system, one liquid-to-air membrane energy exchanger is located in the outdoor supply air stream entering the building, and another liquid-to-air membrane energy exchanger is located in the exhaust air stream leaving the building. Heat and moisture are transferred between the air and desiccant solution through the membrane in each liquid-to-air membrane energy exchanger. As a consequence, the run-around membrane energy exchanger system passively recovers energy from the exhaust air to precondition the supply air in the air conditioning system. 
Performance factors
The heat and mass transfer performance of a single liquid-to-air membrane energy exchanger or a run-around membrane energy exchanger is significantly dependent on two dimensionless parameters. They are the number of heat transfer units (NTU) and the ratio of heat capacity rates between solution flow and air flow (Cr*), as defined by eq. (1) and (2) [32] : For a run-around membrane energy exchanger system, the definition of effectiveness is similar to the single liquid-to-air membrane energy exchanger, but the inlet desiccant solution state is replaced by the corresponding inlet state of exhaust air. The effectiveness of the supply and exhaust exchangers are calculated by eq. (3) and (4), respectively. The overall effectiveness of the run-around membrane energy exchanger system is the average value of these two exchangers under steady state, as shown in eq. (5). 
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 represent sensible and latent effectiveness of the supply liquid-to-air membrane energy exchanger, exhaust liquid-to-air membrane energy exchanger and the whole runaround membrane energy exchanger system, respectively. X represents the air temperature, moisture content or enthalpy values [32] .
Dehumidification performance of a run-around membrane energy exchanger at low Cr* conditions

Numerical modeling of a run-around membrane energy exchanger
The validated numerical model of a single liquid-to-air membrane energy exchanger can also be used to predict the performance of a run-around membrane energy exchanger system when Cr*<1. By coupling two liquid-to-air membrane energy exchangers in a closed loop, the numerical model can simulate the steady-state energy performance of a run-around membrane energy exchanger system after enough iterations (e.g. >5000 iterations). The energy performance (i.e. effectiveness) of a run-around membrane energy exchanger system at low Cr* conditions would be estimated using numerical model. An enthalpy pump system (EPS) code is used to numerically evaluate the performance of the small-scale LAMEE. The EPS code has been developed by the University of Saskatchewan RAMEE research group [27] and is modified based on the geometry and specifications of the smallscale single-panel LAMEE.
Some simplifying assumptions are made to reduce the complexity of the calculation process. These assumptions, which do not significantly affect the accuracy of the model, are:
(1) The fluid flows in each exchanger are one dimensional and counter flow. ( 2) The heat and mass transfer processes occur only normal to each membrane and the membrane properties are constant and steady state. (4) Phase change heat gain or loss due to adsorption/desorption of water vapor at the membrane surface occurs only on the liquid side.
Based on the above assumptions, the steady-state governing eq. for coupled heat and moisture transfer for each fluid in a LAMEE are [32] :
where air m  and sol m  are the mass flow rates of dry air and salt solution through a single channel respectively, H is the height of energy exchanger, and U and U m are the overall heat and mass transfer coefficients between the air and salt solution, respectively. They are obtained from eq. (10) and (11) [32]:
where h sol and h air are the convective heat transfer coefficients of the desiccant solution flow and the air flow, respectively, k is the thermal conductivity of the membrane separating the two fluid streams, h m, air is the convective mass transfer coefficient of the air stream, k m is the permeability of the membrane and δ is the thickness of the membrane. Hemingson [24] has shown that h m sol >> h m, air so the resistance to moisture transfer in the solution channel can be neglected in eq. (11) .
Furthermore, the analytical latent effectiveness of the small-scale LAMEE is calculated based on a heat and mass transfer analogy from this analytical model [33] . The heat and mass transfer analogy is given by the following correlation [33] : (12) where Sh, Nu and Le are the Sherwood, Nusselt and Lewis dimensionless groups. The convective heat and mass transfer coefficients are found from the Nusselt and Sherwood number definitions [34] :
where k f is the thermal conductivity of the fluid [Wm (15) where c p is the specific heat capacity [Jkg
Le is Lewis number which is defined as the ratio between the thermal to mass diffusivities [35] .
It should be mentioned that the values of Nu and Sh are important in the special membrane-based liquid-to-air energy exchangers, which are used to calculate the convective heat and mass transfer coefficients (i.e. h c and h m ) in the exchangers. In this study, we assume the heat flux through the membrane is constant in the counter-cross-flow LAMEEs. Actually, this assumption agrees well with what Zhang et al. [36] found for the counter-flow hollow fiber liquid desiccant dehumidifier, where the Nu C,a was very close to Nu H . Under this assumption (i.e. constant heat flux), the actual Nusselt number for the air side of the LAMEE was experimentally measured in the wind tunnel energy exchanger insert test (WEIT) facility, as shown in our previous paper [15] . For the solution side, due to the Re sol is very low (around 20) and L/δ=825 where L is the length and δ is the solution gap thickness. Consequently, the Nusselt number (Nu sol =5.39) for laminar flow between two infinite parallel plates with constant heat flux on both wall is used for the solution flow. The Nu value is then used to calculate the convective heat transfer coefficient using the eq. In eq. (21), U m is the overall convective mass transfer coefficient and R mem is the membrane moisture transfer resistance.
In the numerical simulations, the AHRI summer condition (tab. 2) is adopted as the basic test condition for the run-around membrane energy exchanger system. The exhaust air temperature 8 (T air,in,exh ) is increased from 24°C to 48°C with an interval of 6°C. It should be mentioned that crystallization of desiccant solution may occur in the run-around membrane energy exchanger system when the T air,in,exh is higher than 51°C, since the relative humidity (RH) of exhaust air is lower than 11% in the conditions. The supply air outlet humidity ratios are evaluated under different operating conditions with different Cr* values (Cr*=0.5-1.0) and a constant NTU value (NTU=10) in the runaround membrane energy exchanger system. During our research Lithium chloride salt solution was used. The solution inlet temperature was 22.8°C and concentration of it was 35%. Based on previous research results with RAMEE, NTU=10 showed an optimal value taking into account value of the effectiveness [19] . The steady-state simulation results are presented in the following section. 
Dehumidification performance of the run-around membrane energy exchanger
The supply air outlet humidity ratios (W air,out,sup ) under different operating conditions under steady-state simulations are show in fig. 3(a) when Cr*≤1. It can be found that the supply air outlet humidity ratio decreases as the Cr* increases at different exhausted air temperatures, except T air,in,exh = 48 o C, where the W air,out,sup is almost constant. It means that the air dehumidification capacity increases when the solution flow rate increases. Correspondingly, the latent effectiveness of the runaround membrane energy exchanger system increases with the Cr* at lower values, as shown in fig.  3(b) . These results are consistent to our previous findings, where the latent effectiveness increases with Cr* at lower Cr* values until it reaches the peak value [19] .
Additionally, as the exhaust air temperature increases, the supply air outlet humidity ratio decreases. The reason is that the solution regeneration process in the exhaust liquid-to-air membrane energy exchanger (or regenerator) is enhanced when the exhaust air temperature increases, consequently the solution concentration increases. It would improve the air dehumidification capacity of the supply liquid-to-air membrane energy exchanger (or dehumidifier). The supply air outlet humidity ratio and latent effectiveness of the run-around membrane energy exchanger system at different Cr* conditions, including both Cr*≤1 and Cr*>1 conditions, are presented in fig. 4 . It can be seen that the supply air outlet humidity ratio decreases firstly and then increases a little bit as the Cr* changes in the range of 0.5 to 5. Correspondingly, the latent effectiveness of the run-around membrane energy exchanger system increases with Cr* at lower Cr* values until it reaches the peak value, after which the effectiveness decreases as the Cr* increases. The optimal Cr* value is around 3.2 for the tested run-around membrane energy exchanger system during the simulated conditions. Moreover, fig. 4 (a) shows that the supply air outlet humidity ratio decreases as the exhaust air temperature increases in the range of Cr*≤1, which is opposite to that of Cr*>1. When Cr*>1, the higher the exhaust air temperature, the higher the supply air outlet humidity ratio; while Cr*≤1, the higher the exhaust air temperature, the lower the supply air outlet humidity ratio. The reason is that the temperature of desiccant solution entering the supply liquid-to-air membrane energy exchanger is higher in the run-around membrane energy exchanger system as the exhaust air temperature increases. In the range of Cr*>1, although the solution concentration also increases a little with the increasing solution temperature, the overall dehumidification capacity of the supply liquid-toair membrane energy exchanger decreases consequently.
According to the simulation results, it is found that the maximum dehumidification capacity of the run-around membrane energy exchanger system is achieved at Cr*=3.2 when the exhaust air temperature is 24°C. When Cr*>1, the latent effectiveness and air dehumidification capacity of run-around membrane energy exchanger decrease substantially as the exhaust air temperature increases; When Cr*≤1, increasing the exhaust air temperature can enhance the air dehumidification capacity. However, this enhancement is quite limited. Obviously, it is not a good method to improve the supply air dehumidification capacity of a run-around membrane energy exchanger system by heating the exhaust air flow. In fact, the run-around membrane energy exchanger systems can achieve good dehumidification capacities under proper operating condition (i.e. the optimal Cr* condition) by passive energy (both heat and moisture) recovery in the air-conditioning systems. Comparing the results with a previous research with RAMEE by Mahmud [39] , higher latent effectiveness can be achieved using LiCl than with MgCl 2 desiccant solution. The result showed that the difference can be 30% higher with LiCl operation in the case of AHRI summer test conditions. In addition, cooling the desiccant solution which enters the supply liquid-to-air membrane energy exchanger is a cost-efficient method to improve the system dehumidification capacity in active liquid desiccant air-conditioning systems, which has been verified in our previous study [18] .
Conclusions
The impacts of exhaust air temperatures and Cr* values on the supply air outlet humidity ratio in a run-around membrane energy exchanger system are numerically investigated in this research. When Cr*≤1, increasing the solution flow rate (i.e. Cr* value) or the exhaust air temperature would enhance the dehumidification capacity of the run-around membrane energy exchanger system, but the improvement is limited; while Cr*>1, increasing the exhaust air temperature would substantially reduce the dehumidification capacity of the run-around membrane energy exchanger. Heating the exhaust air flow is not recommended to enhance the supply air dehumidification capacity of run- 
